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FUEL GAS PIPE CROSSOVER CONNECTIONS 

Method A 
 

 

 

 
 

QUICK-DISCONNECT 
FEMALE FITTING. 
INSTALL ON INLET SIDE. FEMALE 

CAP MALE 
CAP 

DIRECTION OF GAS FLOW 
CROSSOVER MUST BE LISTED FOR EXTERIOR USE. 

QUICK-DISCONNECT 
MALE FITTING AND FLEX. 
DO NOT INSTALL ON 
INLET SIDE. 

Method B 

DIRECTION OF GAS FLOW 

MALE CAP 

FEMALE CAP 

CROSSOVER MUST BE LISTED FOR EXTERIOR USE. 

 SHUT-OFF VALVE 
INSTALL ON INLET SIDE. Flex Connector 

Do Not Install 
on Inlet Side. 


